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MOP SINK

COUNTER,

SEE A7.2

WINGWALLS

OR GUARDRAILS

BI-LEVEL DRINKING

FOUNTAIN, SEE A6.2
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INDICATES DOOR, SEE SCHEDULE

EXIT SIGNS - SEE ELECTRICAL LIGHTING PLAN

INTERIOR WALL: 2x4 WD STUDS @ 16" O.C. TO UNDERSIDE OF

TRUSS ABOVE.  FINISH EACH SIDE W/ 5/8" GYP BD.

INTERIOR WALL:  2X6 WOOD STUDS @ 16" O.C. TO UNDERSIDE OF TRUSS

ABOVE.  FINISH BOTH SIDES WITH 5/8" GYP. BD. AND

FRP TO 48" A.F.F.

INDICATES WINDOW, SEE SCHEDULE

INTERIOR WALL:  2X4 WD STUDS @ 16" O.C. TO UNDERSIDE OF TRUSS

ABOVE.. FINISH LOCKERROOM SIDE WITH 

5

8

" MOISTURE RESISTANT

GYP. BD. AND FRP TO 48" A.F.F. AND HALLWAY SIDE WITH WITH 5/8"

 GYP BOARD.

INTERIOR WALL: 2X4 WD STUDS @ 16" O.C. TO UNDERSIDE OF DECK

ABOVE. - FINISH EACH  SIDE WITH 

5

8

" GYP BD. R-19 INSULATION.

EXTERIOR WALL:  2X6 WD STUDS @16"O.C. W/5/8" OSB AND

HARDIE PLANK SIDING AT EXTERIOR OVER BUILDING PAPER.

FINISH INTERIOR W/ 

5

8

" GYP. BD. R-19 INSULATION.

CUMULATIVE OCCUPANT LOAD SERVED BY MEANS OF EGRESS

AT EACH LOCATION AS INDICATED ON THE PLAN WITH THIS SYMBOL A PORTABLE FIRE

EXTINGUISHER SHALL BE LOCATED. FIRE EXTINGUISHER SHALL BE CLASS-A, TYPE 2-A10BC

STREAM LOADED  EXTINGUISHERS.  MOUNT ON WALL SO THAT THE TOP DOES NOT EXCEED 54"

A.F.F.  EXTINGUISHERS SHALL BE LOCATED SUCH THAT THE TRAVEL DISTANCE TO THE

APPARATUS DOES NOT EXCEED 75 FEET,  AND SHALL COVER NO MORE THAN 3,000 SQ. FT.

NEW PORTABLE FIRE EXTINGUISHER LOCATION

A.D.A. CLEARANCE REQUIREMENT.  IT IS THE ARCHITECT'S

INTENT TO HAVE ALL AREAS OF THIS FACILITY BE

ACCESSIBLE.  CONFLICTS OR CHANGES SHALL BE

PRESENTED TO THE ARCHITECT FOR CLARIFICATION.  FOR

DOOR CLEARANCES SEE SHEET A6.1.

NOTES:

EXCEPT AS SPECIFICALLY PERMITTED BY SECTION 1008.1.9 C.B.C. EGRESS DOORS SHALL BE

READILY OPENABLE FROM THE EGRESS SIDE WITHOUT THE USE OF A KEY OR SPECIAL

KNOWLEDGE OR EFFORT.

"LEVEL" INDICATES A SLOPE NOT TO EXCEED 2% AS DEFINED BY THE C.B.C. TO ALLOW FOR

DRAINAGE.  2% EQUATES TO 1/4" FALL IN 12" RUN.

ALL DOORS SHALL BE LOCATED 6" AWAY FROM THE NEAREST PERPENDICULAR WALL.  TYPICAL

UNLESS DIMENSIONED OTHERWISE ON THIS DRAWING.  REFER TO MFGR. SPECIFICATIONS FOR

ROUGH OPENING REQUIREMENTS FOR INT. WINDOW AND DOOR FRAMES.

FOR FURNITURE AND EQUIPMENT SEE A2.3.

EXTERIOR WALL:  2X6 WD STUDS @16"O.C. W/5/8" OSB AND

HARDIE PLANK SIDING AT EXTERIOR OVER BUILDING PAPER.

FINISH INTERIOR W/ 

5

8

" PLYWOOD. R-19 INSULATION.

EXTERIOR WALL:  2X6 WD STUDS @16"O.C. W/5/8" OSB AND

HARDIE PLANK SIDING AT EXTERIOR OVER BUILDING PAPER.

FINISH INTERIOR W/ 

5

8

" MOISTURE RESISTAN GYP. BD. AND FRP

TO 48" A.F.F.  R-19 INSULATION.
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FINISH PER SCHEDULE

BATT INSULATION

EXTERIOR SHEATHING

WEATHER BARRIER

HARDIE PLANK SIDING

WD FRAMING

GAP AND CAULK

HARDIE TRIM BOARDS

A2.1

AA-WALL TYPES AND NOTES

FLOOR

PLAN

SCALE :   NONE

SCALE :   3 "  =  1' - 0"

FF- PLAN/ ELEVATION/ SECTION DETAIL

SCALE :   1 "  =  1' - 0"

II- PLAN/ ELEVATION/ SECTION DETAIL

SCALE :   1 "  =  1' - 0"

LL- PLAN/ ELEVATION/ SECTION DETAIL

SCALE :   1 "  =  1' - 0"
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GG-BATH HOUSE FLOOR PLAN

SCALE :   1/4 "  =  1' - 0"

CC - TYPICAL OUTSIDE CORNER DETAIL
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